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in §§ 141.543 and 141.544 and provide the 
benchmark(s) to your State. Your sys-
tem may only make a significant dis-
infection practice change after con-
sulting with the State for approval. 
Your system must submit the fol-
lowing information to the State as part 
of the consultation and approval proc-
ess: 

(a) A description of the proposed 
change; 

(b) The disinfection profile for 
Giardia lamblia (and, if necessary, vi-
ruses) and disinfection benchmark; 

(c) An analysis of how the proposed 
change will affect the current levels of 
disinfection; and 

(d) Any additional information re-
quested by the State.

§ 141.543 How is the disinfection 
benchmark calculated? 

If your system is making a signifi-
cant change to its disinfection prac-
tice, it must calculate a disinfection 
benchmark using the procedure speci-
fied in the following table.

To calculate a disinfection benchmark your system must perform the following steps 

Step 1: Using the data your system collected to develop the Disinfection Profile, determine the average Giardia lamblia inactiva-
tion for each calendar month by dividing the sum of all Giardia lamblia inactivations for that month by the number of values 
calculated for that month. 

Step 2: Determine the lowest monthly average value out of the twelve values. This value becomes the disinfection benchmark. 

§ 141.544 What if my system uses 
chloramines, ozone, or chlorine di-
oxide for primary disinfection? 

If your system uses chloramines, 
ozone or chlorine dioxide for primary 
disinfection your system must cal-
culate the disinfection benchmark 
from the data your system collected 
for viruses to develop the disinfection 
profile in addition to the Giardia 
lamblia disinfection benchmark cal-
culated under § 141.543. This viral 
benchmark must be calculated in the 
same manner used to calculate the 
Giardia lamblia disinfection benchmark 
in § 141.543.

COMBINED FILTER EFFLUENT 
REQUIREMENTS

§ 141.550 Is my system required to 
meet subpart T combined filter ef-
fluent turbidity limits? 

All subpart H systems which serve 
populations fewer than 10,000, are re-
quired to filter, and utilize filtration 
other than slow sand filtration or dia-
tomaceous earth filtration must meet 
the combined filter effluent turbidity 
requirements of §§ 141.551–141.553 . If 
your system uses slow sand or diato-
maceous earth filtration you are not 
required to meet the combined filter 
effluent turbidity limits of subpart T, 
but you must continue to meet the 
combined filter effluent turbidity lim-
its in § 141.73.

§ 141.551 What strengthened combined 
filter effluent turbidity limits must 
my system meet? 

Your system must meet two 
strengthened combined filter effluent 
turbidity limits. 

(a) The first combined filter effluent 
turbidity limit is a ‘‘95th percentile’’ 
turbidity limit that your system must 
meet in at least 95 percent of the tur-
bidity measurements taken each 
month. Measurements must continue 
to be taken as described in § 141.74(a) 
and (c). Monthly reporting must be 
completed according to § 141.570. The 
following table describes the required 
limits for specific filtration tech-
nologies.

If your system consists of * * *
Your 95th per-
centile turbidity 
value is * * *

(1) Conventional Filtration or Direct Fil-
tration.

0.3 NTU. 

(2) All other ‘‘Alternative’’ Filtration ........ A value determined 
by the State (no 
to exceed 1 
NTU) based on 
the demonstra-
tion described in 
§ 141.552. 

(b) The second combined filter efflu-
ent turbidity limit is a ‘‘maximum’’ 
turbidity limit which your system may 
at no time exceed during the month. 
Measurements must continue to be 
taken as described in § 141.74(a) and (c). 
Monthly reporting must be completed 
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